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Sink Mode

Source Mode

The 4~20mA retransmit is only available on units with the -RTI option. It can be used to sink from an
external 24V power supply or source from the on-board 24V power supply.

Mode Terminal 4 Terminal 5 Terminal 6

Sink Not Used +ve. -ve

Source +ve. -ve Not Used


